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1 Introduction of Drive View 7
Drive View 7 is software for engineering LS Industrial System inverter (h e r e i nDaivied).er , i
It has a function to monitor the devices connected with Drive View 7 in remote and support works necessary for Start-

up and Maintenance.

2 System Configuration
Drive View 7 supports three communication modes (Modbus-TCP, Modbus-RTU, LS485).
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3 Installation

3.1Prepare for installation
Copy the installation program of Drive View 7 to the system
1) Folder: DV7_Setup
Copy the installation folder (DV7_Setup) to the system.
2) File: It consists of 5 files.

3.2Install
1) Execute Setup.exe.

2) Drive View 7 Setup Wizard screen will appear.

= Drive View 7

Welcome to the Drive View 7 Setup Wizard

The installer will guide you through the steps required to install Drive Wiew 7 on your computer.

WARMIMG: Thiz computer program iz protected by copyright law and international treaties.
Unauthorized duplication or distribution of this program, or any portion of it, may result in severe civil
or criminal penalties, and will be prosecuted to the maximum extent possible under the law.

3) Click the Next button.

4) Screen to Select Installation Folder will appear.

= Drive View 7

Select Installation Folder

The installer will install Drive Yiew 7 to the following folder.

Ta inztall in this folder, click "MNext". To install to a different folder, enter it below or click "Browse".

Folder:

CProgram FilesWLSISW Drive View M Browsze...

Install Drive View 7 for yourseff, or for anyone who uses this computer:

() Evervone
(&) Just me

Cancel ] [ < Back ] | Hext >

| LS industrial Systems
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5) Type the folder name you want to install or click the Browse button to select an installation folder.

i Browse for Folder [gl
Browse: | [ V| |E|
iDrive View 7
Folder: CProgram FilasWLSISW

[ ak. ] [ Cancel ]

6) To browse the size of the disc you want to install, click Disc Cost .

i Drive View 7 Disk Space

The list below includes the drives wou can install Drive Wiew 7 to, along wath each drive's available
and required disk space.

Walume Digk Size Avwvailable Fec
= I3 I3
= TAGE 45GE i
=0 7HGE 5149MB
=E: TAGE 44GB B
=F 117GH 99GE
=]y 114GE 49GE 3
=T 4Aaren PR |
< | 2

-Thesystemb6s di sc size, available space and required spa
- The required space for installing Drive View 7 is about 65MB.
7) Select whether to open Drive View 7 to the entire user of the system or to use it exclusively.

8) If you click the next button, the window to confirm installation will appear.

= Drive View 7

Confirm Installation

The inztaller iz ready to install Drive Yiew 7 on your computer.

Click "Mext" to start the installation.

[ Cancel ] [ < Back ] [ Hest> |

9) If you are ready for installation, click the next button

LSTndustrial Systems |
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10) Drive View 7 will be installed.

= Drive View 7

Installing Drive View 7 19y

Dirive View 7 iz being installed.

Flease wait...

< Back Mest »

= Drive View 7

Installation Complete

Dirive Yiew 7 haz been successfully installed.

Click "Close" to exit.

Cancel < Back

3.3Complete installation

1) If you open the program menu after installing Drive View 7, Drive View 7 Menu will be created.

G Driveliew? v| B DriveView?

E] Driveview? Help
EE] Driveview?T Manual

2) Three shortcut icons will be created under the menu of Drive View 7
- Execute Drive View 7.
- Execute Help File.
- Execute Manual File.
3) Drive View 7 execution Icon will be generated on the Desktop.
i
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4 Description on Screen

4.1Main Screen
The main screen, a screen displayed when Drive View 7 runs, consists of Title, Menu, Toolbar, Control, Navigation

Window, Parameter Edit Window, Result Display Window and Status Display Window.

L5485 Station Address  SVEIGEA V220 [Connection]

File Drive Configuration Help
® @ S 7PBE ® ® B B @ 2 - @ @
MNew Open Save Undo Redo Report Communication  Upload Download Compare  Trend Help Reverse Reset/Stop Forward
DRIVE EXPLORER
=] ?ﬁ DRIVYE YIEW 7 Pratocal / |Staﬁon Address(IP) |Dn\re Name |Dri\re Madel |Capadty |\|"o|tage |Hun Status |T|'iP |
E| 4, Connectian ol L5485 1 iV5 55W 200V 3ph... @ Stop
: o E I
il L5485 [3 i57 S00W 200V 3ph.. @ Stop

&, Parameter File
[ E Event

{7 Trip
----- 5] Result H

[(_l . ] m
Ocecured Time | Description |
DE 2009/06/15 09:16:59 485_4: Stop Contral
EE 2009/06/15 09:16:55 485_4 : Reverse Control
% Event £ Trip 4 Result /

1) Title: The name of the selected drive or the current window

2) Menu and Toolbar: Menu and toolbar to select functions

3) Control: Drived sontrol button

4) Navigation Window: Window to select drive, file, parameter group, and application

5) Parameter Edit Window: As the main window to display the selected item from the navigation window, it
shows application diagrams or parameter lists.

6) Result Display Window: Window to display results of event or trip

7) Status Display Window: Window to display the current status or process status (Progress bar)

LS Industrial Systems |




Deiva o 7
DTV e~ VTCUU 1

Industrial Systems

LS\




| m YT AWV i 4
UIive VITVY 7

5 Description on Run and lIts functions
The functions needed for running and operating Drive View 7 are described.

5.1 Run
- Drive View 7 is already installed in the system.
- Run DriveView7.exe.

- The initial screen of Drive View 7 will appear.

Ef] Drive View 7 - [Connection]

. File Drive Configuration Help

® A A« A B & w Ow ® @ 2 - -
Mew Open Save  Undo  Redo Repodt Comrunication Upload Download Cormpare Trend  Help Feverse Reset/Stop Forward
DRIVE EXPLORER

= 5[ DRIVE VIEW 7 Protocal | Station Address(IF) | Dnve Name |Dnve Mode! |Capacty  |Vohiage | Run Status Tiip ... |

4%, Cannection
& Parameter File
[ E Event

B Trip

-] Result

< | o
Occured Time | Description |

W Event £ Trip £ Result /

LS Industrial Systems |
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5.2 Communicate
Communication setup and drive connection/deletion needed for drive connection are described.
- Drive View 7 supports Ethernet and Serial Communication.
- Ethernet communication Modbus-TCP is automatically supported without setup.
- Serial communication is connected by two communication methods; Modbus_RTU and LS485.
(Maximum Station Number that can be connected to the inverter, please refer to the instruction manual of

each inverter.)

5.2.1 Setup Communication
-Me nu: Ganflgeation A €ommunicationd

- Communication setup dialog will be displayed.

( I TG W

n Modbus-RTU L5485

Comm, Port | “OM1 v CcoM10 v
Comm. Speed | 3600 v| |es00 v
H Parity Bit |MNone v |None |
H DataBit |8 ~| |8 v
Stop Bit | L | |1 ]
n Timeout | 1000 1000 msec
n Retry Count |3 V 3 V times
m Delay Time (Before) |50 0 msec
m Delay Time (After) |15 15 OEee
m Flow Control |Mone v Mone v

Ok I Close ]

Modbus-RTU: Set up for Modbus-RTU communication.

LS485: Set up for LS485 communication.

Comm. Port: Select Comm Port to be connected with the drive. Only the communication ports installed

inthe systemar e di spl ayed. I f y o uomsenication functori\Nvallmat @ark. t h e
More than one communication port can not be used for each communication mode.

Comm. Speed: Select communication speed.

Parity Bit: Select parity bit.

Data Bit: Select data bit.



Stop Bit: Select stop bit.

Time Out: Type time to stop communication with the drive.

Retry Count: Select retry count when failing in communication.

Delay Time (Before): Delay Time used when controlling RTS (before sending).
Delay Time (After): Delay Time used when controlling RTS (after sending).

Flow Control: Select flow control.

OK: The setup is applied and the dialog is closed.

Close: The dialog is closed without saving setup

5.3 Add Drive

B
|

HY \icaarZ
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- Three communication modes, Modbus-TCP, Modbus-RTU and LS485, can be used to register the drive.

- How to register Drive for each communication mode is described.

5.3.1 Add Modbus-TCP Drive

-Menu:

- The dialog to add Modbus-TCP Drive will be displayed.

Brivd AcAdd A NModbus_TCPO

nstation Mame TCP_001
() station P EI
(3P Range 185 . 186 . 246 . 100
4
- |+ B
H. Add ]anlose ]

Station Name: Type the drive name you want to register and control in Drive View 7.

Station IP: If you click the IP radio button when registering one drive, it will activate. Type IP Address

assigned to the drive.
IPRange: I f you <click
multiple 1Ps, they will activate.

IP address may be designated with range. .

Rangeo

Add: The drive will be added before closing. The range is automatically registered.

Close: The work to register Modbus-TCP Station will end.

Radi o button

- If you click the Add button after typing information, the Modbus-TCP Drive you type and search will be added

to Drive View 7.

- Ifyou click the Close button, the work to add Modbus-TCP Station will end.
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5.3.2 Add Modbus-RTU Drive
-Me nu: DBrivd AeAdd A Modbus RTUG
- The dialog to add Modbus- RTU Drive will be displayed.

Moab =

Station Name n RTU-01
() Station Mo.

(%) Station Range 1 n

Cal

H Add JLH Close ]

Station Name: Type the drive name you want to register and control in Drive View 7.
Station No.: If you click the IP Radio button when registering one drive, it will activate. Type Station No.
assigned to the drive.
Station Range: Select and type station range when searching with station range. You may input 1 at
minimum and 128 at maximum.
All.: All of the station numbers ranged from 1 to 128 will be searched and automatically registered.
Add: The drive will be added after being searched.
Close: The work to register Modbus-RTU Station will end.
- If you click the Add button after typing information, the Modbus-RTU Drive you type and search will be
added to Drive View 7.
- If you click the Close button, the work to add Modbus-RTU Station will end.

5.3.3 Add LS485 Drive
-Me nu: Brivd AcAdd A (54850
- The dialog to add LS485 Drive will be displayed.

Station Mame n L5-01
(") Station Mo. E

3
(%) Station Range 1 ~o |10 .

Cal

H Add JLH Close l

Station Name: Type the drive name you want to register and control in Drive View 7.

Station No.: If you click the IP Radio button when registering one drive, it will activate. Type Station No.
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assigned to the drive.
Station Range: Select and type station range when searching with station range. You may input 1 at
minimum and 128 at maximum.
All: All of the station numbers ranged from 1 to 128 will be searched and automatically registered.
Add: The drive will be added after being searched.
Close: The work to register LS485 Station will end.
- If you click the Add button after typing information, the LS485 Drive you type and search will be added to
Drive View 7.
- Ifyou click the Close button, the work to add LS485 Station will end.

5.4 Delete Drive
Delete a drive among those registered in Drive View 7.
- Select a drive to delete (click the drive from the associated information window or the search window).
-Me nu: Brivd Ae Reletedd

- The dialog to confirm deleting the selected drive will appear.

Drive View 7 %]
TYPE : L5455
! E Mo, 1 6

Do o wank to delete the station?

[ ok H Cancel ]

- OK: The selected drive will be deleted.
- Cancel: The work to delete will be cancelled.
- When you select OK, the selected drive will be deleted.

- The deleted screen will appear.



5.5 Other setup
55.1 Setup Language

Drive View 7 basically supports English and Korean. At the initial running after installation, the dialog to select

language will appear to allow the user to select language. The user is allowed to change language anytime
during the operation.

- Menu: Gafigeation A danguaged

- The dialog to select language will appear.

1

English ™

OK i Close ]

[1 L

Select Language: The currently selected and operated language is displayed. The combo list shows
available languages. Select a language you want to replace the current language with (The combo
language file list is displayed only if the system has any language file to support the list.)

OK: The selected language will be applied.

Close: Changing languages will be cancelled.

552 Setup Screen
Drive View 7 screen operation is set up.
- Menu: Select &onfiguration A Displayd
- The dialog to set up screen will appear.

ieplay m
Communication Mode n

(O Full Mode

() Simple Mode

[“IModbus-TcP - [IModbusRTU  [¥]LS485

Display Mode
(%) Hz Mode (RPM Mode
W fech(Pok) . L cose |

Communication Mode: Select a communication mode that will be displayed on Drive View 7 screen.
When Full Mode is selected, all of the three communication modes will be selected while they are
separately selected in Simple Mode.

Display Mode: Select either Hz or RPM mode.



Refresh(Pole): A pole value for each drive will be refreshed and applied. It is used when applying

changed pole value.

OK: The setup information will be applied and saved.

Close: Changing setup will be cancelled.

5.6User Group

The user can create a group to manage parameter, separate from the drived s

user may save the contents of the user group in files.

5.6.1 Create User File

- Menu: Select d-ile A User A New User Filed

Eél Drive View 7 — [Connection]

: Fle Drive Configuration Help
B E PP % F % B @I = W W
New Open Save Undo Redo eport  Communication Upload  Download Compare  Trend Help Reverse Reset/Sto) Fi
DRIVE EXPLORER
=] EHJ DRIVE VIEW 7 Protocol / ‘Statian Address(IP) ‘Dri\re Mame ‘Dnve Mode! | Capacity |Vo|tage |Hun Status ‘T”P - |
5..{3_ Connection i L5485 1 VS 5.5 KW 200V 3ph... @ Stop
= LS4ER ol L5485 4 L5485_01 IG5A 75W 200V 3ph @ Stop
g 15 ©wli L5485 3 57 200W 200V 3ph... @ Tip Optio...
Application
2 Parameter Group
E. WER
=148 User Group
4@ MewCustorn_l
QU e L [i] i | ‘ll
-od, BST
58 Paramatr Fi
{E Event ]
% -Hrzzu\l Occured Time ‘Dri\re Mame ‘Protoco\-StEnion No.(IF} ‘Model ‘Capadw ‘Trip |
: [EF 2009/04/27 14:02:06 485 6 i57 800 W COption Trip-1
% Event » Trip {Result /
. 7 A
-A new group is added under O6User Groupbo,

| LS industrial Systems
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1) Add Parameter
-Sel ect a par doeeGraapd to add to O

- Drag and drop the selected parameter to the user file.

.EEI Esa8y Stationn No S SV VS EATG

{ Fle Drive Configuraton Help

B EE N AR B O ® @ @ Z ) B &

Mew Open Report Communication Upload Download Compare Trend Help Reverse Reset/Stop Forward

= 54 DRIVE VIEW 7
=%, Connection
=g L5485
A1

Application
Farameter Group
Do

Value | Defaut | Unit
Mot Used

Code | Parameter Name
1 F1 define

g 42 AX2 Define
43 OC1 Define

46 Relay mode
47 ZSD level

Mot Used
Mot Used
bo11
10.0 pm

»»»‘]‘

& User Group 51 SA Band 05
T8 MewCustorn_1 52 SEQ Band 05
4, 4_L3485_01_IG5A ES 53 TD level 00 [el
-3, BT
- Parameter File Trip £
[ Event
% ;zguu Occured Time | Drive Name | Protocol-Station Mo () | Model |Capacty | Trp |
[ 2005/04/27 14:02:06 285 6 is B00W Option Trip1

 Event ), Trip {Result /

- The dragged and dropped parameterwi | | b e Userd>cbgpd 6t o O

- Adding parameter is only possible to the same drive (model).

Dropping to other drive is not available.

E'ﬂ LA Station No. 1Sy ivE Y2 G = S er-Newustom =1

File Drive Configuration Help

@ @ aPPBE ® B P B @2 = @ @
Mew Open Undo Fedo  Report Communication Upload Download Compare Trend Help Reverse ResetfStop Forward
= :Hj DRIVE VIEW 7 Group Name Code‘Pammeter Name ‘ Walue Default| Unit |
=45, Connection DI i 3 P3define Mt Ussd
=g L5485 DIo 4 P4define Mot Used
- Do 5 P5 define Not Used
Application DIo & PE define Mot Used
Parameter Group Do 7 P7 define Mot Used
= Do 9 Teminal LPF 5 msec
(18] 41 AX1 Define Not Used
Dio 48 75D Band 05 %
u]ls] 49 5D level 0 mpm
DIo E3 50 5D Bend 05 %
s 4_L§485_DI
o BoiST
-8 ParamerFi
[ Event
{0 Trip . : : .
T Resut Occured Time ‘Dn\re MName ‘Protoco\-StEmon No.(IP} ‘Model ‘Capacfry ‘Tnp |
[EF 2009/04/27 14:02:06 485 6 i57 B00wW COption Trip-1

% Event » Trip {Result /

&=P Industrial Systems |
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2) Delete Parameter

-Sel ect a par ameUseGroupbo del

- Press the Del Key of the keyboard.

- The selected parameterwi | | be

dUsdr @roupdd

et e

from o6

from 6

=48 User Group
140 NewCustom_1
23, 4.L5485_010G54

B @ ® @ z e @ @
New Open ) Communication Upload Download Compare Trend Help Reverse Reset/Stop  Forward
= 3ﬁ| DRIVE VIEW 7 Group Name Code‘ Parameter Name | Valuel DefaunlUmt |
=% Connection DIo 5 3 Pldefine Not Used
= jalls} E 4 Pddefine Not Used
oo =1 5/P5define [ |
Application DIO E| & P6dsfine
Parameter Group DID E| 7 P7dsfine
=) oo B S TeminallPE [ |
PAR DIO E!| 41 AX1 Define
FUN DIO E! 48 ZsD Band
CON DIO E 49 SDlevel
EXT DIO E 50 5D Band
AlD
USR
Znd
E/L
SN
| WEB

od, BoST
5 Paramet Fle
~{E Event =
g gzgult Occured Time |Drwa Name ‘Prmocol—statinn No.(IP) |Mnda| ‘Capamty |Trip |
[ 2008/04/27 14:02:06 485 6 i57 300W Option Trip-1

\ Event ) Trip £Result //

: Fle Drive Configuration Help
aPBE B PP B @2 = 8 @
New Open Undo Re Report Communication Upload Download Compare Trend Help Reverse Reset/Stop Forward
=] ;ﬁ| DRIVE VIEW 7 Group Name %Cude‘ Parameter Name | Value Default | Unit |
=43, Connection Do 5 3 Pldefine Not Ussd
= DIO E| 4 P4define Not Used
DID E| & PEdsfine Not Used
Application DID E| 7 P7ddfine Not Used
i Pararneter Group DIo Eﬂ 41 AX1 Define Not Used
Do DIO EY 48 ZsD Band 05 %
PAR DIO EY 49 SDlevel 0 em
5 FUM DIo E; 50 SDBand 05 %
CON
ExT
AlO
UsR
Znd
E/L
SYN
Ey WEB
=48 User Graup
& NewCustom_1
o, 4-L5485_01.iGEA
i, B_IST
5 Paramete e
g ggsuh Occured Time |Drwe Name ‘F‘rmocol-Staticn No(IP) |Mcde| ‘Capacsty |Trip |
[ 2009/04/27 14:02.08 485 6 157 200w Option Trip-1

% Event » Trip {Result /
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5.6.2 Open User Fil

e

- Menu: Select dile A User A Open User Filed

open P
Look i ‘E}Userﬁloup Vl I s
P
Fecent [EPraject_n1.cus
B Project_n2.cus
= Pro]ect_ﬂﬁ.cus
@ = Project_4.cus
Deskiop [ Test_n1.cus
My Daocuments
ty Computer
File name: ‘NE_CUSUT.:US V‘ [ Open J
MyNetwark  Filesof type: |57 Custom Fils [ cus) v [ cancal |

- The screen to open User File will appear.

-Userfiles have

- Select User File.

eoudbensi on O

E'ﬂ L54ES Station Mot sy v Y2 b= S o= ZUUH TP rofeCtY S oUrce yYoinyy lempyrivo_cusul. cus]
i File Drive Configuration Help
BREESPBE B PP B @2 w @ &
New Open Save Undo Redo Report Communication Upload Download Compare Trend Help Reverse Reset/Stop Forward
= 5 DRIVE VIEW 7 Group Name | Code | Parameter Name | Value Defaut | Unit ]
&, Connection DIO EY 3 P3define Hot Used
g L5485 Dio Ej 4 P4define Not Used
L1V DIO EY 6 PBdefine Mot Used
----- Application Do 7 P7 define Not Used
® Parameter Group Do 1 AX1 Define Not Used
£y Do Dio Z5D Band 05 %
£ PAR Dio 49 SO level 0 pm 3
By FUN Dio }| 50 SD Band 05 %
£y CON 2nd 5| 7 2ndDecSSt 00 %
£y EXT 2nd Y| 8 2nd Dec S Ed 00 %
=] 2nd % 3 2nd Acctime 10.00 sec
£ USR 2nd 10 2nd Dec time 10.00 sec
£y and 2nd 1 2nd Cool Wtd Sefi-cool ol
£y EAL 2nd 2 2nd Enc # 1024
B svN 2nd 2 2nd Enc Dir A Phase Lead
Ey wEB 2nd 4 2nd Enc Chkc —Yes —
=48 User Group 2nd 5 2nd Enc LFF 1 msec
B 2nd EY| 16 2nd BaseFreq 60.00 Hz
A 41505 01 ickA WEB BN 11 AccDecWeb —Yes— ¥
4, 6187
& Parameter e
[E Event
[T Trip 3 ; ; 3
= Resut Dccured Time | Dive Name | Protocol-Station No.(IP) | Model |capacty | T
[ 2009/04727 14:02:06 4856 i57 80D W Option Trip-1
"\ Event }, Trip {Result /

| m YT AWV i 4
UIive VITVY 7

If the model is not under the same drive to which the model is intended to add, the model hame will appear in

the message box and it

| Drive View 7

' Node Model : P54
M User File Madel @ iS7

Lo 1

- The user file infformation wi | |

the user file.

will fail in opening file.

add Groumbena the diddrscan refer to the parameter files registered in
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5.6.3 Save User File
- Menu:Sel €ied UserA Save User Filed

Drive View 7

' Mew User File : NewCustom_1
. Do you want ko save the file?

[ K H Cancel ]

- If there is any change in the current user file, the screen to ask the user whether to save the change, Click the
cancel button not to save the change.

- Click the OK button to display the screen to type the file name.

Save User, Group File f'>__<|

Save in: |L'f)UserGroup v| 2 T e o

= [=Hivs_cusnt.cus:

L ,J EI Maker.cus
Fecent Project_01,cus
Project_0z.cus
= Project_03.cus
|_ Project_04.cus

Test_01.cus

Desktop

)

My Documents

o

My Computer

File name: | Usger_01 A | [ Save ]

My Metwork | Save a3 type: | User Group File [*.cus] v | [ Cancel ]

- Select a path and type a file name. Then, click the save button.

- The user group file will be saved in the selected path.

5,64 Close User File
- Select a user file you want to close.
-Menu:Se | EileA UserA Close User Filed
1) In case of new user group or changed one;

- The screen to ask you whether to save the file or not.

Drive View 7

Mews User File :
' CoiPragram FilesMLSIS Whrive Yiew 7WUser GroupWUser_01.cus
L

Do wou want ko save the File?

[ Ok H Cancel ]

- If you select OK, the screen to ask you about a path and a file name will appear as in the saving process.
The file will be saved in the same way as in saving a user group and the user group will close after saving.

-S e | €antel &0 close the user group without saving.

2) In case of user group without any change;

- It will close without asking whether to save it or not.
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5.7 Parameter

Functions listed in the parameter menu of Drive View 7.

5.7.1 Upload
Function to bring the parameter setup information from the drive and to save it in a form of parameter file.
- Select a drive to upload: The menu will activate only when a drive is selected.
-Menu:Se | Orive A dploadd

- Upload window will appear.

X

485_1 - Upload

Upload : Drive -= File

| | LJ

[ Start ] [ Close ]

- Select a parameter file and click the select (D) button. Type a file name to save the parameter value.

485 1 - Upload : Drive -> File

Save in: |&) Parameter Group V| ) ? % ‘

ivS_Crane.dmp

J ivS_defualt,dmp

[=]
@
p @
B
» =
b=}

My Documents

4y Camputer

File name: ||V5_defua|t.dmp hd ‘ [ Save ]

My Metwork | Save as type: | Parameter File [*.dmp] - ‘ [ Cancel ]

- Click the Save button.

485_1 - Upload X

Upload : Drive -= File

CWProgram FilesWLSISWDrive Yiew 7WParameter Groupivs_defualt. dmp | E

[ Start ] [ Close ]

- The file to be saved will appear.

- Click the Start button.

- The status display window or the progress bar of the main window shows the progress to upload the
parameter value from the drive to the file.

- The file will be saved after completing the upload process.

- The work will end after showing completion message.
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5.7.2 Download
Function to apply the setup value in a parameter file to the parameter setup information of the drive.
- Select the drive to download: The menu will activate only if any drive is selected
-Menu:Se | ®rve A Bownloadd

- Download window will appear.

4B5_1 - Download X

Download : File - = Drive

[ Skart ] [ Close ]

- Select a parameter file and click the select (E]) button. Type a file name to save the parameter value.

485 1 - Download : File -= Drive

Loak in: |E}F’arameterﬁroup V| " ? ! '

My Documents

My Computer

File name: |N’5_defua|t.dmp A | [ Open ]

Iy Network Files of tupe: | Pararneter File [* drp) v | [ Cancel ]

- Click the Open button.

485_1 - Download X
Download : File -= Drive
C:WProgram FilesWLSISWDrive view 7WParameter Group¥ivs_defualt,dmp | E
’ Skart ] ’ Close ]

- The file to be downloaded will appear.

- Click the Start button.

- The status display window or the progress bar of the main window shows the progress to download the
parameter value from the file to the drive.

- The work will end after showing completion message.
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5.7.3 Compare
Function to compare between drives, between drive and file, between files, betweendriveb s basi ¢ val ue
values) and between file6 s b alue and pakameter value and to show wrong parameter values in the result
display window.
-Menu:Se | Orivéa A Gompared

- The screen to Compare Parameter will appear.

Compare Parameter E|
Target1
@ Fle  ODrive
Target2
@Fle  Oorive O Defaul value

- The screen to select subjects to compare will appear.
- Select Target 1 and Target 2.
- Click the search (E]) button to select files.

Parameter File Open{Target1)

Laoak. in: |E} Parameter Group V| 4 ? ! '

,_J ivS_defualt.dmp

@

My Documents

My Computer

File name: | A | [ Open ]

My Metwork  Files of type: |Parameter File [*.dmp) v| [ Cancel ]

- The selected files are displayed.

Compare Parameter E‘

Targetl
@Fle  ObDrive

| C:MProgram FilesLSI5 WDrive View 7#Parameter Group Vs _Crane. dr| G

Target2

@Fle  Obrive O befault value

\ | (]

-When seDwedt i yogud may sel ect a ondmunicatenmade.soci ated with
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